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Wires Connect
A WARNING

75° C.
ONLY SUITABLE FOR AT LEAST

USE COPPER CONDUCTORS

 SERVICING.
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DANGER
*DISCONNECT POWER BEFORE
*ELECTRICAL SHOCK HAZARD

49

!

Wire Identification numbers
for Bard use only.
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