COMPONENT CODE

(B! | CIRCUIT BREAKER #1
(B2 | CIRCUIT BREAKER #2
CC | COMPRESSOR CONTACTOR
COMP | COMPRESSOR

DCC | DUAL CAN CAPACITOR
DFC | DEFROST CONTROL

DFS | DEFROST SENSOR
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HC! | HEATER CONTACTOR #1
HC2 | HEATER CONTACTOR #2
HPC | HIGH PRESSLRE CONTROL

HSI | HEAT STRIP #1
HS2 | HEAT STRIP #2
[BM | INDOOR BLOWER MOTOR
LAB | LOY AMBIENT BYPASS
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LAC | LOY AMBIENT CONTROL

LPB | LOY PRESSURE BYPASS
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— LPC | LOY PRESSLRE CONTROL
R—amac] 1 LS | LIMIT SYITCH
— GFM | CUTDOIR FAN MOTOR

P{ | ACCESSORY PLLG #|
P2 | ACCESSORY PLLG #2
P3 | ACCESSORY PLLG #3
PLI | PRESSLRE LOCKOUT INDICATOR
PM | PHASE MONITOR
RV | REV. VALVE SOLINOID
[C] |71 | TRANSFORMER #1

182 |12 | TRANSFORMER #2

TBI | TERMINAL BLOCK #(

TB2 | TERMINAL BLOCK #2
TB3 | TERMINAL BLOCK #3
B4 | TERMINAL BLOCK #4
TB5 | TERMINAL BLOCK #5
TB6 | TERMINAL BLOCK #6
TB7 | TERMINAL BLOCK #7
THY | THREE WAY VALVE
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COLOR CODE

BK BLACK PK PINK
BL BLLE PR PLURPLE
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