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(B! | CIRCUIT BREAKER #
(B2 | CIRCUIT BREAKER #2
CC | COMPRESSOR CONTACTOR
COMP | COMPRESSOR
DCC | DUAL CAN CAPACITOR
DFC | DEFROST CONTROL
DFS | DEFROST SENSIR
FB | FUSE BLOCK
GND | GROUND
HC! | HEATER CONTACTOR #1
HC2 | HEATER CONTACTOR #2
HPC | HIGH PRESSLIRE CONTROL
HS1 | HEAT STRIP #1
HS2 | HEAT STRIP #2
IBM | INDOOR BLOWER MOTOR
LAB | LOY AMBIENT BYPASS
LAC | LOW AMBIENT CONTROL
LPB | LOY PRESSLRE BYPASS
LPC | LOW PRESSLRE CONTROL
LS [ LIMIT SYITCH

OFM | OUTDOOR FAN MOTOR
— — - - — — 240!)».1} coM P1 ACCESSORY PLLG #1
[ - - — — — B2 — P2 | ACCESSORY PLLG #2
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BRIER| [R | [BK] L skl gl L PLI | PRESSLRE LOCKOUT INDICATOR
[k |k ! PM | PHASE MONITOR
2 RV | REY. VALVE SOLINOID

Tl TRANSFORMER #1
@4 T2 | TRANSFORMER #2
R- TB! | TERMINAL BLOCK #1
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OFC O TB2 | TERMINAL BLOCK #2

LOR O T82C Tg} TERmImL BLOCK ﬂ}
CONTROL S o T TERMINAL BLOCK #
TB5 | TERMINAL BLOCK #5
TB6 | TERMINAL BLOCK #6
TB7 | TERMINAL BLOCK #7
TWV | THREE WAY VALVE
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A A & ﬁLABELED WIRES CONNECT

| IF NO OPTIONS LISED.

A MOVE RED YIRE 1O 208V TAP
FOR 208y OPERATION

INSTALL JUMPER FOR HIGH SPEED

l , 2 : |Aa_uwge OPER. ON MODELS 36 & 42|
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P2 BK | BLACK PK | PINK

P3N 123 BL | BLLE PR | PURPLE
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