
USE COPPER CONDUCTORS
ONLY SUITABLE FOR AT LEAST

75° C.

WARNING!

*DISCONNECT POWER BEFORE

! DANGER
*ELECTRICAL SHOCK HAZARD

 SERVICING.

6 Pin Electric
654321 Heat Plug
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For Vent Wiring or controller/thermostat 
connections, see literature packet 

or go to 

NO

COM

NC
15

Bl
ow

er
 S

pe
ed

 P
lug

12
10

6
1

3
13

14
1

Freeze Stat
(Opt.)

12 693811712510 4

C6 5 4 3 2 1 Y2 Y1 W3 D A W2 B/W1 G R RTL

1

6
5

4
3

2
1

Y1
Y2

W
3

D
A

W
2

B/W
1

G
R

RT
C

L

Upper Low
Voltage Plug

13
5

10
11

12
14

15
9

8
7

6
3

2
4

Outdoor
Fan Motor

A

A

C

"A" & "C" No Control Option

AA
Same Letter Designated

Wires Connect if Option Not Used

"B" Only Freeze Stat & No ODT
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