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Bryan, Ohio

"H" Thermostat Option

"A" Thermostat Option "D" Thermostat Option

"X" Thermostat Option

Bard Mfg. Co.

(Use With "A" Thermostat Only)
Optional CS2000A Energy Monitor

230/208-60-1, Represents Max. KW Electric Heat
Composite Wiring Diagram QH Series 3
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