COMPOSITE WIRING DIAGRAM OH SERIES 2
230/7208/60-3, REPRESENTS MAXIMUM KW ELECTRIC HEAT
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OPTIONAL CS2000 ENERGY MONITOR 230/208-60-3 I
(USE WITH "A" THERMOSTAT ONLY) I{I%' HC2 \_\ 240/220-50-3
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L2 CBI | CIRCLIT BREAKER A1
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“X" THERMOSTAT OPTIONS (FIELD §IRED)
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13 (B2 | CIRCUIT BREAKER #2
CC | COMPRESSIR CONTACTER
COMP | COMPRESSIR
——BR B DCC | DUAL CAN CAPACITOR
& OFC | DEFROST CONTROL
R OFS | DEFROST SENSOR
R R FB | FUSE BLOCK
GND | GROLND
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! . B HCI | HEATER CONTACTOR #1
F HC2 | HEATER CONTACTOR #2
HPC | HIGH PRESSURE CONTROL
HS| | HEAT STRIP #1
HS2 | HEAT STRIP #2
1BM | INDOOR BLOWER MOTOR
LOY AMBIENT BYPASS
LAC | LOf AMBIENT CONTROL
LPB | LOY PRESSLRE BYPASS
LPC | LOY PRESSLRE CONTROL
LS | LIMIT SYITCH
OFC | OUTDOOR FAN CAPACITOR
OUTDOOR FAN NOTOR
f Pl | ERV (Hy) ACCESSORY PLUG
| P2 | CLIMATE CONTROL PLUG
PK T P3| VENT (LY) ACCESSORY PLUG
Kl PLI | PRESSURE LOCKOUT INDICATOR
I PM | PHASE MONITOR
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Tl TRANSFORMER #
« 8 T2 | TRANSFIRNER #2
TBI | TERMINAL BLOCK 41
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182 | TERMINAL BLOCK #2
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I B3 | TERMINAL BLOCK #3
TB4 | TERMINAL BLOCK #4
TERMINAL BLOCK 45
TB6 | TERMINAL BLOCK #6
OFC TB7 | TERMINAL BLOCK #7
THV | THREE YAY VALVE
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*D" THERMOSTAT CPTION A" THERMOSTAT OPTION
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A MOVE RED WIRE TO 208V TAP
FOR 208y OPERATION

AINSTALL JUMPER FOR HIGH SPEED
BLOYER OPER. ON MIDELS 36 & 4.
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FACTORY WIRED THERMOSTAT OPTIONS
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LOYER CONTROL PANEL
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ACCESSORY

COLOR CODE

BLACK PK | PINK
BLLE PR | PLRPLE
BQI]!N R RED
GREEN T TAN
ORANGE Y YELLOY
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