COMPOSITE WIRING DIAGRAM W SERIES 2
230/208/60-3, REPRESENTS MAXIMUM KW ELECTRIC HEAT

OPTIONAL CS2000 ENERGY MONITOR 4101-200 230/208-60-3 l
(USE WITH "A" THERMOSTAT ONLY) 240/220-50-3
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