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COMPONENT CODE

ALR | ALARM RELAY
BIR |BLOWER INTERLOCK RELAY
Bl | CIRCUIT BREAKER #1
B2 | CIRCUIT BREAKER #2
CC | COMPRESSOR CONTACTOR
CCM | COMPRESSOR CONTROL MODULE
COMP | COMPRESSOR
DCC | DUAL CAN CAPACITOR
FUSE BLOCK

GROU
HCI | HEATER CONTACTOR #1
HC2 | HEATER CONTACTOR #2
HPC | HIGH PRESSLRE CONTROL
HS| | HEAT STRIP #1
HS2 | HEAT STRIP #2
IBM | INDOOR BLOWER MOTOR
LAC | LOY AMBIENT CONTROL
LPC | LOW PRESSLRE CONTROL
LINIT SYITCH
OFC | DUTOOOR FAN CAPACITOR
OFM | DUTOOOR FAN MOTOR
Pl | ERY (HY) ACCESSORY PLUG
P2 | CLIMATE CONTROL PLUG
P3| VENT (LY) ACCESSORY PLUG
RO | ROTARY DISCONNECT
PLI | PRESSLRE LOCKOUT INDICATOR
PM | PHASE MONITOR
TI | TRANSFORMER #1
12 TQAHSFERMER #2
TBI | TERMINAL BLOCK #1
TB2 | TERMINAL BLOCK #2
TB3 | TERMINAL BLOCK #3
TB4 | TERMINAL BLOCK #4
85 | TERMINAL BLOCK #5
TB6 | TERMINAL BLOCK #6
TB7 | TERMINAL BLOCK #7
TWV | THREE WAY VALVE

UPPER CONTROL PANEL
2

AAA ALAELEB WIRES CONNECT

| [F OPTION NOT USED.

A MOVE RED WIRE TO 208y TAP
FOR 208y OPERATION

A[NSTALL JUMPER FOR HIGH SPEED
. DN MODELS 36.42,
48, ANIJ 60

FUSES

1 KvA
1.5 KVA
2 KyA
3 KVA
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