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208/230-60-1, REPRESENTS MAXIMUM KW ELECTRIC HEAT
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LPPER CONTROL PANEL
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FACTORY WIRED THERMISTAT OPTIONS

4107-101 C

CONDENSER SECTION

230/208-60-

COMPONENT CODE

COMP | COMPRESSOR

BLOWER INTERLOCK RELAY
CIRCUIT BREAKER #1
CIRCUIT BREAKER #2
COMPRESSOR CONTACTOR
COMP. CONTROL MODULE

DUAL CAN CAPACITOR
FUSE BLOCK

GROUND

HEATER CONTACTOR #1

I'EATER CONTACTOR #2
GH PRESSLRE CONTROL

I'EAT STRIP #1

HEAT STR]P #2

INDOOR BLOWER MOTOR
Luw AMBIENT CONTROL
PRESSLRE CONTROL

IMIT SYITCH

v (HV) ACCESSORY PLUG
CLINATE CONTROL PLUG
VENT (LV) ACCESSORY PLUG
ROTARY DISCONNECT
RELAY LOGIC BOARD
PﬁEgSLRE LEEK?I]LIT INDICATOR

INAL BLOCK #1
TEEM]NAL BLOCK #2
TERMINAL BLOCK #3
TERMINAL BLOCK #4
TEEM]NAL BLOCK #5
TERMINAL BLOCK #6
TERMINAL BLOCK #7
THREE WAY VALVE

LABELED WIRES CONNECT
IAAAM L NIRES CONE

MOVE RED WIRE TO 208V TAP
FOR 208y OPERATION

INSTALL JUMPER FOR HIGH SPEED
BLIZMER OPER. ON MODELS 36,42,

AND 60
FUSES
1 KYA 3.2 A
1.5 KvA 5.0A
2 KYA 7.0A
3 KVA 10.0 A

RENOVE JLMPER WHEN LAC
IS INSTALLED

WIRING CODE
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COLOR CODE
BC| BLAKK | K| PIN
BL| BLUE | PR| PLRPLE
BR | BRO R | RED
G | GREEN [T | TAN
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