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COMPONENT  CODE
BIR | BLOWER INTERLOCK RELAY
[Bl | CIRCUIT BREAKER #1
[82 | CIRCUIT BREAKER #2
[C | COMPRESSOR CONTACTOR
[CM | COMP, CONTROL MODULE
[OMP | COMPRESSOR
DCC | DUAL CAN CAPACITIR
FB | FUSE BLOCK
GND | GROUND
—7 |HCL | HEATER CONTACTOR #1
S| |H2 | HEATER CONTACTOR #2
| |HPC | HIGH PRESSLRE CONTROL
ol [HSL | HEAT STRIP 41
F| |HS2 | HEAT STRIP #2
Z| |IBM | INDOOR BLOWER MOTOR
Ol |LAC | LOW AMBIENT CONTROL
| |LPC | LOW PRESSURE CONTROL
&| |LS | LIMIT SWITCH
= IPL | ERV (MV) ACCESSORY PLUG
P2 | CLIMATE CONTROL PLUG
P3| VENT (LV) ACCESSORY PLUG
RD | ROTARY DISCONNECT
RLB | RELAY LOGIC BUARD
PLI | PRESSURE LOCKOUT INDICATOR
PM | PHASE MONITOR
TL | TRANSFORNER #1
72 | TRANSFORNER 42
TBU | TERMINAL BLOCK #1
B2 | TERMINAL BLOCK 42
83 | TERMINAL BLOCK 43
B4 | TERMINAL BLOCK #4
85 | TERMINAL BLOCK 45
L TB6 | TERMINAL BLOCK #6
87 | TERMINAL BLOCK 47
TWV | THREE WAY VALVE
‘AﬁﬁﬂLABELED WIRES CONNECT ‘
1F OPTION NOT LISED.
MOVE RED WIRE 10 208V TAP
FOR 208V OPERATION
A\ ISTALL JUPER FOR HIGH SPEED
BLOWER OPER. ON MODELS 36,42,
48, AND 60
FUSES
1 KVA 3.2 A
15KkvA | 504
2 KVA 7.0 A
SKVA_ | 100 A
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